
Lead in Schools Sample Results - Report
Facility MULHALL ORLANDO ELEMENTARY SCHOOL

Outlet Code  ResultSample ID  Units

First Draw
 ResultSample ID  Units

30 Second Draw
Sampling Date

1-1-CON-IM 1-1-CON-IM-P-001 <1.0 µg/L 1-1-CON-IM-F-002 <1.0 µg/L5/27/2021

1-1-CON-KF 1-1-CON-KF-P-001 2.6 µg/L 1-1-CON-KF-F-002 <1.0 µg/L5/27/2021

1-1-GYM-WC 1-1-GYM-WC-P-001 <1.0 µg/L 1-1-GYM-WC-F-002 <1.0 µg/L5/27/2021

1-1-HALL-WC1 1-1-HALL-WC1-P-001 3.0 µg/L 1-1-HALL-WC1-F-002 2.3 µg/L5/27/2021

1-1-HALL-WC2 1-1-HALL-WC2-P-001 1.9 µg/L 1-1-HALL-WC2-F-002 <1.0 µg/L5/27/2021

1-1-KINDER-CF1 1-1-KINDER-CF1-P-001 1.0 µg/L 1-1-KINDER-CF1-F-002 <1.0 µg/L5/27/2021

1-1-KINDER-CF2 1-1-KINDER-CF2-P-001 <1.0 µg/L 1-1-KINDER-CF2-F-002 <1.0 µg/L5/27/2021

1-1-KINDER-DW 1-1-KINDER-DW-P-001 <1.0 µg/L 1-1-KINDER-DW-F-002 <1.0 µg/L5/27/2021

1-1-KIT-KF1 1-1-KIT-KF1-P-001 1.2 µg/L 1-1-KIT-KF1-F-002 <1.0 µg/L5/27/2021

1-1-KIT-KF2 1-1-KIT-KF2-P-001 1.6 µg/L 1-1-KIT-KF2-F-002 <1.0 µg/L5/27/2021

1-1-KIT-KF3 1-1-KIT-KF3-P-001 <1.0 µg/L 1-1-KIT-KF3-F-002 <1.0 µg/L5/27/2021

1-1-MAIN-WC1 1-1-MAIN-WC1-P-001 8.1 µg/L 1-1-MAIN-WC1-F-002 2.9 µg/L5/27/2021

1-1-MAIN-WC3 1-1-MAIN-WC3-P-001 <1.0 µg/L 1-1-MAIN-WC3-F-002 <1.0 µg/L5/27/2021

1-1-PREK-CF1 1-1-PREK-CF1-P-001 <1.0 µg/L 1-1-PREK-CF1-F-002 <1.0 µg/L5/27/2021

1-1-PREK-CF2 1-1-PREK-CF2-P-001 1.4 µg/L 1-1-PREK-CF2-F-002 <1.0 µg/L5/27/2021

1-1-PREK-DW 1-1-PREK-DW-P-001 1.9 µg/L 1-1-PREK-DW-F-002 <1.0 µg/L5/27/2021

1-1-TL-CF 1-1-TL-CF-P-001 <1.0 µg/L 1-1-TL-CF-F-002 <1.0 µg/L5/27/2021

1-1-TL-WC 1-1-TL-WC-P-001 <1.0 µg/L 1-1-TL-WC-F-002 <1.0 µg/L5/27/2021
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